
  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

                                                                                               APPENDIX   

 C 
           CITY 85 W LED ‐  
        SAMPLE LIGHTING           
           CALCULATIONS 



SHEET

MARK DESCRIPTION

SHEET TITLE

AMT FILE NO. 

DATE: 

SCALE:

DESIGNED BY: 

DRAWN BY:

CHECKED BY:

DATE

REVISIONS

SHEET 9

DECEMBER 2015

PROJECT OWNER

"A World Class City"
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THE CITY OF 
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PH: 804-782-1903

Richmond, VA, 23223

2100 East Cary Street, Suite 309

0

SCALE

25' 50'

Fax: 434-970-3359

Ph: 434-970-3182

Charlottesville, VA 22902

P.O. Box 911

610 East Market Street

Services 

Neighborhood Development 

113.5 FT MOUNTING HEIGHT 

8075 LUMENS, 0.80 LLF 

4000K, TYPE V

MEDITERRANEAN LED 

85W ELA LIGHTING

85W CITY LF-4 LED LUMINAIRE

MAX MINPOLE SPACING VERTICAL MIN.AVG/MIN MAX/MIN

40 FT 2.06 3.00 1.50 1.37 2.00 0.28

TEMPLATE

MEDITERRANEAN LED

 ELA LIGHTING

LIGHTING DETAILS

CITY STANDARDS LF-4 FOR RESIDENTIAL 

SEE CITY OF CHARLOTTESVILLE 

LUMINAIRE DETAIL

0.20 fc

0.50 fc

1.00 fc

ILLUMINATION STATISTICS SAMPLE

CITY OF CHARLOTTESVILLE LIGHTING STUDY

MAX MINPOLE SPACING VERTICAL MIN.AVG/MIN MAX/MIN

35 FT 2.37 3.40 1.70 1.39 2.00 0.53

ILLUMINATION STATISTICS SAMPLE

CITY OF CHARLOTTESVILLE LIGHTING STUDY

MAX MINPOLE SPACING VERTICAL MIN.AVG/MIN MAX/MIN

30 FT 2.82 3.60 1.80 1.57 2.00 1.24

ILLUMINATION STATISTICS SAMPLE

CITY OF CHARLOTTESVILLE LIGHTING STUDY

MAX MINPOLE SPACING VERTICAL MIN.AVG/MIN MAX/MIN

45 FT 1.79 2.40 1.30 1.38 1.85 0.17

ILLUMINATION STATISTICS SAMPLE

CITY OF CHARLOTTESVILLE LIGHTING STUDY

MAX MINPOLE SPACING VERTICAL MIN.AVG/MIN MAX/MIN

50 FT 1.65 2.40 1.20 1.38 2.00 0.13

ILLUMINATION STATISTICS SAMPLE

CITY OF CHARLOTTESVILLE LIGHTING STUDY

MAX MINPOLE SPACING VERTICAL MIN.AVG/MIN MAX/MIN

60 FT 1.37 2.20 0.80 1.71 2.75 0.08

ILLUMINATION STATISTICS SAMPLE

CITY OF CHARLOTTESVILLE LIGHTING STUDY
AVG

AVG

AVG

AVG

AVG

AVG

3.55 3.55 3.08 2.92 3.23 3.02 2.57 2.14 1.95 2.20 2.67 3.12 3.37 3.04 3.04 3.55 3.54

3.16 3.16 3.12 3.07 2.84 2.67 2.38 2.08 1.85 2.15 2.51 2.78 2.94 3.07 3.03 3.16 3.16

3.41 3.44 3.08 2.85 2.50 2.34 2.09 1.91 1.76 2.06 2.28 2.43 2.58 2.84 3.16 3.41 3.43

3.35 2.89 2.56 2.69 2.79 2.50 2.24 1.98 1.79 1.84 1.87 2.10 2.43 2.74 2.96 2.68 2.66 3.13

2.84 2.66 2.84 2.55 2.41 2.25 2.11 1.91 1.82 1.88 1.83 2.01 2.22 2.39 2.53 2.72 2.65 2.73

2.96 2.86 2.58 2.39 2.06 1.90 1.80 1.74 1.85 1.93 1.81 1.88 1.95 2.04 2.19 2.51 2.80 2.99

2.95 2.49 2.20 2.39 2.56 2.29 1.97 1.73 1.69 1.88 1.90 1.84 1.66 1.72 2.01 2.36 2.67 2.51 2.23 2.49

2.44 2.26 2.48 2.24 2.18 2.06 1.87 1.69 1.72 1.89 1.90 1.83 1.66 1.65 1.88 2.11 2.23 2.33 2.36 2.19

2.57 2.48 2.24 2.11 1.86 1.74 1.60 1.52 1.68 1.89 1.88 1.82 1.65 1.55 1.68 1.79 1.88 2.05 2.25 2.53

2.32 2.07 2.06 1.98 2.12 1.97 1.73 1.56 1.52 1.67 1.74 1.84 1.78 1.63 1.56 1.48 1.64 1.90 2.18 2.20 2.12 1.97 2.11

2.26 2.10 2.15 1.96 1.74 1.65 1.54 1.49 1.57 1.70 1.72 1.79 1.72 1.63 1.56 1.40 1.52 1.64 1.75 1.85 2.09 2.10 2.25

2.37 2.33 1.89 1.67 1.52 1.40 1.32 1.30 1.50 1.63 1.66 1.70 1.64 1.60 1.54 1.41 1.37 1.38 1.42 1.55 1.81 2.24 2.41

2.36 1.93 1.81 2.11 1.98 1.68 1.42 1.30 1.41 1.54 1.61 1.62 1.57 1.63 1.62 1.52 1.39 1.30 1.46 1.77 2.10 2.27 1.96 1.90 2.36

1.97 1.97 2.00 1.74 1.67 1.51 1.36 1.27 1.45 1.57 1.63 1.62 1.53 1.61 1.59 1.50 1.38 1.23 1.36 1.57 1.75 1.84 2.00 1.90 1.98

2.29 1.99 1.85 1.49 1.39 1.23 1.18 1.21 1.47 1.58 1.59 1.55 1.45 1.52 1.53 1.48 1.37 1.18 1.21 1.31 1.39 1.51 1.80 2.06 2.27

2.101.901.821.721.841.691.351.070.931.041.141.201.231.191.251.271.281.231.221.261.201.101.001.001.221.571.931.951.861.80 2.10

2.021.971.921.921.471.331.151.000.921.101.171.201.211.161.231.261.271.211.171.211.161.081.000.921.091.311.471.661.891.89 2.02

2.212.231.871.551.281.110.930.830.921.091.171.181.161.131.181.211.201.141.091.121.101.061.000.870.941.041.151.351.67 2.152.21


